The proposed Contract Documents for this Work are modified as follows:

I. DRAWINGS:
   Sheets 2&3: Please see attached details for changes in concrete slab dimensions around garage based on field measurements.
   An additional detail for the accessible ramp to the shelter has been included for clarification.
   Delete ramp “concrete access ramp” into playground shown on Sheets 2&3.

II. PROJECT MANUAL/SPECIFICATIONS/GENERAL CONDITIONS/ETC.:
   Section 10 73 00 Paragraph 1.03 B should read:
   A. “Product Design Requirements: The building shall meet the following design requirements as shown on the drawings.
      2. Ground Snow Load: 20 psf
      3. Basic Wind Speed: 90 mph
      4. Seismic Design: long period mapped acceleration of 8%g”

III. INVITATION TO BID: No change

See additional detail sheets.
END OF ADDENDUM NO. ONE